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| NTRODUCTI ON

The Mul ti purpose Chanber (MPC) is a test chanber within the
Materiel Test Facility at Dugway Proving Gound in Uah. The
chanber was designed to be capable of chem cal agent tests at
various internal environnental conditions between 125 degrees F
95% relative humdity, and m nus 65 degrees F. The system design
i ndi cated that 50 tons of cooling capacity would be sufficient to
cool the chanber to a tenperature of m nus 65 degrees F. The
initial tests of the refrigeration systemduring the sunmer of
1995 indicated a m ninum attai nabl e tenperature of only m nus 35
degrees F.

The chanber is 50° x 50" and is 30" tall (Figure 1). The
interior of the chanber walls and ceiling are constructed of

wel ded 14 gage stainless steel panels. The chanber’s 8" thick
concrete floor slab is covered wwth welded 1/8" stainless steel
pl ate. The chanber’s walls, ceiling, floor, doors, piping, and
conduit penetrations are all wel ded, gasketed, and/or calked in
order to be airtight and suitable for chem cal agent tests and
decont am nati on wash down. The walls and ceiling are insul ated
with a 4" thick netal faced panel system which has an effective
i nsul ating value of R=32. The concrete floor is insulated
underneath with 6" of insulation for an insulating value of R=30.
The sliding door is insulated to R=30 but the effective R-value
may be closer to R=15 due to the thermal bridging of the door’s
structural skel eton.

The chanber’s construction, cooling | oad, and refrigeration
system were anal yzed to determne if the chanber cooling | oad was
greater than anticipated and/or if the refrigeration system was
providing less cooling than required. This study revealed a
nunber of problens wth the chanber construction and the design
of the refrigeration system
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REFRI GERATI ON SYSTEM CONFI GURATI ON

The refrigeration systemconsists of two water cool ed screw
chillers, an accunulator, two liquid refrigerant punps, and two
| ow tenperature fan coils (Figure 3).
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The refrigeration systemwas perfornance specified to produce 50
tons of cooling capacity with one punp supplying mnus 80 degree
Fliquid R 22 to one of the fan coils. The fan coil schedul e
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lists a refrigerant supply tenperature of m nus 80 degrees F
refrigerant return tenperature of mnus 70 degrees F, and a fan
coil capacity of 50 tons (600,000 btu/hr). A required fan coi
refrigerant flow of 319 gpm was cal cul ated based on the 10 degree
F tenperature difference, 50 ton capacity, and the specific heat
of R-22. During an August 1995 systemtest a flow of 280 + 20 gpm
was determ ned based on the differential pressure across the punp
and the punp performance curve. Operating both refrigerant punps
woul d increase refrigerant flow only slightly because the punp
curve is very flat in this region. The original contract required
the punp(s) to have a shutoff head 20% greater than design head
and 15 hp notors. Although the installed punps have 20 hp notors
the shutoff head is only 6% above the current operating head. The
punp notors are hernetic and are cooled by the refrigerant. The
punp notor heat is a cooling load on the refrigeration system but
not on the chanber.

FAN CO L CAPACI TY

The fan coils inside the chanber were specified to provide 50
tons of cooling capacity with liquid R-22 refrigerant supplied at
m nus 80 degrees F and returning at mnus 70 degrees F. The fan
coil schedule incorrectly indicated an entering air tenperature
of mnus 47.5 degrees F and a supply air tenperature of m nus 65
degrees F. To produce 50 tons of cooling in the chanber an
entering air tenperature of m nus 65 degrees F and supply air
tenperature of mnus 85 degrees F should have been specified in
the fan coil schedule. The capacity of the fan coils with an
entering air tenperature of mnus 65 degrees F and entering
refrigerant tenperature of mnus 80 degrees F is approxi mately 23
tons. |If the second fan coil was al so operated, an additional
nmotor load of 7.3 tons would increase the cooling load from23 to
30 tons. The liquid R-22 refrigerant would be split between the
two fan coils and woul d produce | ess than 30 tons of
refrigeration

A fan coil capacity of 48 tons was neasured on August 9, 1995
during a systemtest with the chanber air tenperature at mnus 35
degrees F. The return line liquid tenperature was determ ned by
a pipe surface RTID tenperature sensor. Since the RTD is not
located in the liquid refrigerant it may not have provided an
accurate tenperature reading. The controls subcontractor
estimated a 3 degree F differential between the return liquid
tenperature and the pipe surface tenperature. So the actua
capacity being delivered nmay have been only 39 tons.



FAN CO L DEFROST CYCLE

The fan coil defrost cycle uses hot conpressor gas to nelt
ice/frost fromthe 20 row, 4 fins per inch cooling coil after an
air pressure differential is neasured across the coil. At |ow
chanber air tenperature (-35 degrees F) defrost occurs about
every 12 hours. When a fan coil shuts down to defrost the other
fan coil starts and operates until it requires defrosting. One
of the fan coils takes 30 mnutes to defrost while the other only
takes around 5 or 10 m nutes. The control subcontractor
theorized the liquid refrigerant returning fromone fan coil may
be backfilling the cooling coil on the other fan coil resulting
in a longer defrost cycle. Since there is only one defrost tiner
it has been set at 30 mnutes. During a 30 mnute defrost cycle
the chanber air tenperature rises about 8 degrees F. The hot gas
returning to the accunulator in the liquid return Iine may be
restricting the liquid refrigerant flow returning fromthe other
fan coil. During the approximate 12 hour fan coil operating tine
the accunul ation of ice/frost on the 20 row cooling coil may al so
reduce the fan coil airflow below 29,000 cfmand result in
reduced fan coil capacity.

BACKPRESSURE CONTROL VALVE ( SUCTI ON REGULATOR)

The refrigerant inside the Chanber is intended to be above

at nospheric pressure at all tinmes to prevent potential toxic test
gases/fluids fromleaking fromthe chanber into the refrigerant.
The system was designed with a backpressure control valve
(suction regulator) on the liquid return line fromthe fan coils
to the accunmul ator to maintain a positive refrigerant pressure in
t he chanber refrigerant piping. The requirenent for the
backpressure control valve had been debated during construction
and was initially not installed. Wthout a backpressure control
valve the refrigerant pressure in the fan coil would fall bel ow
at nospheric pressure and a portion of the liquid refrigerant
woul d vaporize. The 5" liquid return line fromthe fan coils was
not sized for a mxture of liquid and vapor so refrigerant
gas/liquid velocity and pressure drops would be higher than
anticipated. A backpressure control valve (suction regul ator)
was subsequently installed on the liquid return |ine near the
accunul ator to maintain a positive pressure and |liquid phase
refrigerant in the liquid return |ines.



ACCUMULATOR

The accunul ator installed by the contractor was of insufficient
pressure rating. The original contract specification required
the accunul ator to be suitable for the "maxi rum and m ni num
pressure or tenperature encountered". The operating/non-
operating pressures for the accunul ator are between -10 psig and
+225 psig. The installed accunul ator was ASME rated for only 150
psig and had a pressure safety relief valve to relieve
refrigerant if the pressure exceeded 150 psig (77 degree F
saturated refrigerant R-22). The accunul ator was subsequently
retested and ASME certified for a pressure of 250 psig.

The conpressors were | osing crankcase oil to the refrigerant gas
as expected but the oil recovery systemon the accumnul ator was
not returning the oil sufficiently. The approximately 350 gpm of
refrigerant returning to the accunul ator was determ ned to be
causing violent mxing and foam ng. The oil never had a chance
to separate out and rise to the top of the refrigerant due to the
agitation. Based on reconmmendations by a refrigeration
specialist a coalescent oil filter was added to the discharge
line of the second stage conpressor. The coal escent oil filter
resulted in little if any oil getting out into the system

There was al so a debate whether the accunulator is of sufficient
size to contain all the refrigerant when the systemis shut down.
A 250 gallon high pressure receiver was subsequently added to the
system bet ween t he condenser and the subcooler to hold additional
liquid refrigerant. The accunul ator serves as a vapor/liquid
separator and as an expansion tank. The liquid refrigerant
entering the accunmul ator fromthe fan coils and subcool er
partially flashes to vapor due to the |ower pressure in the
accunmul ator. Refrigerant |eaving the accumulator is either
[iquid punped fromthe bottom or vapor pulled fromthe top by
one of the screw conpressors. The vapor volune of the

accunul ator nust be sufficient to reduce refrigerant velocity in
t he accunul ator and mnim ze entrainment of liquid drops at the
suction outlet. The density of R-22 varies from70 |Ibs/ft? at
105 degrees F to 92 I bs/ft® at mnus 85 degrees F. The

accurmul ator liquid level should fluctuate mainly with refrigerant
expansi on/ contracti on due to tenperature changes.



CHAMBER COCLI NG LOAD CALCULATI ONS

The total cooling capacity required to maintain the chanber at

m nus 65 degrees F was cal cul ated to be approxi mately 23 tons
(Figure 4). The envelope (floor, walls, ceiling, etc.)

transm ssion cooling | oads are small conpared to the fan coi

notor heat gain (7.3 tons) and infiltration |oad (10.4 tons).

The nost |ikely cause for excessive heat gain would be from
unexpected infiltration above the 625 cfm assuned by the
designer. The pollution abatenent system operates to exhaust air
fromthe chanber and create a negative 0.5 inches of water colum
static pressure. The chanber’s supply air handler is not intended
to operate during the mnus 65 degrees F test. The only
infiltration air was expected to enter through the closed outside
air |ouver of the supply air handler (neasured at 310 cfm.

CHAMBER COOLI NG LOADS
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| NTERSTI Tl AL SPACE/ VAPOR BARRI ER

Col d tenperature testing of the chanber resulted in substanti al
water drainage in the interstitial space between the stainless
steel liner and netal faced thermal panels. The water was the
result of nelting ice which had fornmed in the interstitial space
when the chanber tenperature is bel ow 32 degrees F. The contract
drawi ngs intended for the interstitial space to be a dead air
space but did not include requirenents to be air tight or for a
vapor barrier. The roons surrounding the chanber are held at
cascading static pressures to control air mgration within the
facility. The differing surrounding static pressures and the

| ack of a sealed interstitial space resulted in a continuous air
flow through the interstitial space. The noisture carried by the
air flowis deposited as condensation or ice on the stainless
steel liner during cold chanber tests. The interstitial space
condensation/ice is an unwanted cooling | oad and can al so result
in water/ice damage to the chanber wall assenbly. Subsequent
application of cal king and spray foam has reduced the air flow
through the interstitial space and anount of condensation/i ce.

CHAMBER COOL DOWN PROCESS

The capacity of the fan coils varies with the tenperature

di fference between the supplied refrigerant and the chanber air
tenperature. The chanber’s conduction and infiltration cooling

| oads i ncrease as the chanber air tenperature drops. The heat
stored in the chanber’s internal mass (concrete floor sl ab, steel
liner, sixty ton arny tank) is released as the air tenperature
drops. The chanber air tenperature will decrease rapidly at
first and then level off as conduction and infiltration | oads
increase and the internal nmass heat is released. As the internal
mass tenperature equalizes with the chanber air tenperature the
internal mass heat release will decrease and becone zero.

The cooling capacity of the refrigeration equipnment decreases as
the tenperature difference between the condenser water and the
accunul ator refrigerant increases (the condenser water system
provi des cooling to other mechanical equipnent so it is
mai nt ai ned at 75-80 degrees F).

Based on the decreasi ng chanber air tenperature, decreasing
cooling capacity of the fan coils and refrigeration system

i ncreasing cooling |loads, and internal nmass heat rel ease the
chanber cool down process is estimated to be as shown in Figure
5.



CHAMBER
COOLING LOAD

100" + Tons | Btu/Hr
96" « (Assume 62°F wetbulb) 50 1 600,000

90"

80"

707
40

480,000

50"
40° 30 +— 360,000
30"

20" 22.7 4 272,780
Charmber Heat Gain 20+ 240,000

CHAMBER AIR TEMPERATURE ('F)

10 4- 120,000
-20"+

— 30" 76 Tons

—40" + 62 Tons

—50" 1 46 Tons

—60"+ 31 Tons
—65" 423 Tons (Fan Coil Capacity)

—80° L e L A S ‘ \ T \ T \
0] 4 8 12 16 20 ] 28 32 36 40 44 5 52 56 60
DAY DAYS
HOURS

FSTIMATED CHAMBER COOL DOWN PROCESS

T T T T

Figure 5

The vertical graph on the left side of Figure 5 includes fan coi
cool ing capacities between mnus 30 F (76 tons) and m nus 65 F
(23 tons). The fan coil cooling capacities are based on a
capacity graph fromthe A-E which charts fan coil capacity vs.
chanber air tenperature (with refrigerant supplied at m nus 80
F). As the chanmber air tenperature approaches the tenperature of
the refrigerant the capacity of the fan coil decreases.
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The vertical graph on the right side of Figure 5 indicates the
chanber cooling load (Internal Mass/Stored Heat Rel ease + Chanber
Heat Gain = Total Chanber Cooling Load) in tons and Btu/hr.

Note that Figure 5 indicates a theoretical cool down process (not
a steady state condition) based on cal cul ated cooling | oads,
sufficient gpmof mnus 80 degree F refrigerant, and the A-E s
fan coil capacity graph.

CONCLUSI ON

The facilities col dest test requirenents were revised to mnus 35
degrees F rather than m nus 65 degrees F. The nodifications to
the refrigeration systemand the reduced interstitial space air
infiltration have resulted in a sustainable cold chanber
tenperature of mnus 42 degrees F which neets the current
requirenents for the facility.
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